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FSV ISFSI ANNUAL SCHEDULE
CALENDAR YEAR ___2014___

	STORAGE OPERATIONS 



	WEEKLY

	JANUARY
	FEBRUARY
	MARCH
	APRIL
	MAY
	JUNE
	JULY
	AUGUST
	SEPTEMBER
	OCTOBER
	NOVEMBER
	DECEMBER

	W-1 - PERFORM A VISUAL INSPECTION OF THE COOLING INLET AND OUTLET SCREENS – (WEDNESDAY)

COMPLETED BY TPR-5593

[TS SR 3.1.1.1] 
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	W-2 - Perform visual check of tornado clamp system to ensure engagement – (Wednesday)

Completed by TPR-5593

[SAR 9.2.4 Table 9.2-1]
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	W-3 - Security equipment tests – (Wednesday)

Completed by TPR-7869
                                                                                       [PPP 8]


	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	W-4 - Verify operability of Emergency Coordinator and Command Post communication equipment – (Wednesday)

                                                                  [ERP 6.5.1.1, 6.5.1.2]
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	W-5 - Plan of the Week meeting - (Thursday)


	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	W-6 –Zone Inspection – (Monday)

1st MVDS; 2nd Alarm Station; 3rd Entrance Facility; 4th Grounds


	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	W-7 – ERP/RAP instruments functional checks - (Thursday)

Completed per TPR-7325
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	MONTHLY

	

	M-1 – Issue Security Implementation Plan/Unescorted Access List (Last Tuesday) - Completed by MCP-325 – PPP 
               [Part of response to NRC Order dated October 16, 2002]
	
	
	
	
	
	
	
	
	
	
	
	

	M-2 - Accelerograph functional test – (Fourth Wednesday)

Completed by TPR-5665
                                                                                 [SAR 5.1.5] 
	
	
	
	
	
	
	
	
	
	
	
	

	M-3 - Exchange REMP TLDs – (First Monday)
Completed by MCP-2955

[SAR 7.7, table 7.7-1]
	
	
	
	
	
	
	
	
	
	
	
	

	M-4 - Semiannual ERP Drill – (First Monday) 
Completed MONTHLY per EPI-108 and FSV ISFSI Drill and Exercise Schedule

[ERP 6.6.1]
	
	
	
	
	
	
	
	
	
	
	
	

	M-5 - Crane inspection – (Third Wednesday)

Completed by TPR-5654

	
	
	
	
	
	
	
	
	
	
	
	

	M-6 - Fire Detection and Suppression Equipment inspection – (Fourth Wednesday)

Completed by TPR-5673
	
	
	
	
	
	
	
	
	
	
	
	

	M-7 – Area Inspection – (First Wednesday)

From ISFSI Management Self-Assessment schedule
Completed by MCP-1202/Form 9166
	
	
	
	
	
	
	
	
	
	
	
	

	M-8 - Safety Meeting – (First Tuesday)

	
	
	
	
	
	
	
	
	
	
	
	

	M-9- Unacknowledged alarm test - (Second Wednesday)

	
	
	
	
	
	
	
	
	
	
	
	

	M-10 – ERP/RAP instruments performance checks/Source Storage Locker survey/Source Checkout Log review 
(Second Thursday)
Completed by MCP-137 and TPR-7325                        [ERP 6.5.1.6]
	
	
	
	
	
	
	
	
	
	
	
	

	M-11 – Start portable lights and verify lights work per vendor instructions – (First Tuesday)


	
	
	
	
	
	
	
	
	
	
	
	

	QUARTERLY


	Month Due
	

	Q-1 - OIL AND NATURAL GAS WELL MONITORING PROGRAM DATABASE REVIEW (FIRST MONDAY)
COMPLETED BY MCP-3754

[TS 5.5.3.1]
	1
	4
	7
	10
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A

	Q-2 - Surveillance checks for water buildup inside the drain pipe.  The water is tested for contamination prior to its disposal (Second Thursday)
Completed by TPR-5613

[SAR 2.4.2]
	1
	4
	7
	10
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A

	Q-3 - Radiation and contamination monitoring surveys are performed in the ISFSI and within the perimeter fence (Second Thursday)
Completed by TPR-5613

[SAR 7.6.4.1]
	1
	4
	7
	10
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A

	Q-5 - Charge Face tritium sampling Completed by TPR-6370 (Second Monday) 

                  [SAR 7.6.1, letter P-97042]  
	2
	5
	8
	11
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A

	Q-6 - Security equipment tests/AS HVAC filter replacement (Third Monday)
Completed by SOW-171 

                                                   [PPP 8]
	3
	6
	9
	12
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	

	Q-7 – Operator log review 
(First Monday)

Completed by MCP 2980
	1
	4
	7
	10
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A

	Q-8 - Safeguards Event Log
(Second Wednesday)

Completed by MCP-325
	1
	4
	7
	10
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A

	Q-9 – Transmit records to Idaho

(Second Monday)

	1
	4
	7
	10
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A

	Q-10 – Accelerograph response determination  (Fourth Wednesday)
Completed by TPR-5665

                                             [SAR 5.1.5]
	2
	5
	8
	11
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A

	Q-11 – Accelerograph trigger storage /download/deletion – (Fourth Wednesday)

Completed by TPR-5665
                                             [SAR 5.1.5]
	2
	5
	8
	11
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A
	N/A
	
	N/A

	SEMIANNUALLY

	Month due
	

	S-1 – Accelerograph battery monitoring
Completed by TPR-5663

                                             [SAR 5.1.5]
	Feb
	Aug
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A

	S-2 – Seasonal facility planning 

Completed by facility planning checklists
 Reference:  MCP-6103
	Apr
	Oct
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A

	S-3 - Verify telephone numbers in LST-26.

Completed by EPI-108

[ERP 6.5 and 6.6]
	Apr
	Oct
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A

	S-4 - Verify staffing levels are adequate to maintain emergency preparedness.

Completed by EPI-108

[ERP 6.1]
	June
	Dec
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	

	S-5 - Ensure decontamination supplies and first aid kits are in good condition and adequately stocked.

Completed by EPI-108

[ERP 6.5]
	Mar
	Sept
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A

	S-6 - Ensure offsite response organizations are given opportunity to participate in drills.

Completed by EPI-108

[ERP 6.6.1]
	June
	Dec
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	

	S-7 - Radioactive Source Inventory and Integrity test

Completed by MCP-137                                          
	Jan
	July
	
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A

	S-8 - Facility Cleanup/Pride Day


	Apr
	Oct
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A

	S-9 - UPDATE THE OIL AND NATURAL GAS WELL MONITORING PROGRAM DATABASE 

COMPLETED BY MCP-3754

                                             [TS 5.5.3.3]
	Apr
	Oct
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A

	ANNUALLY

	Month
Due
	

	A-1 - VISUALLY INSPECT THE MVDS CRANE HOIST DEAD STOP DEVICE. 

COMPLETED BY TPR-5612

[TS SR 3.2.2.1]
	Jan
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-2 - AN ANNUAL REPORT SHALL BE SUBMITTED PURSUANT TO 10 CFR 72.44(D)(3) SPECIFYING THE QUANTITY OF EACH OF THE PRINCIPAL RADIONUCLIDES RELEASED TO THE ENVIRONMENT IN LIQUID AND IN GASEOUS EFFLUENTS DURING THE PREVIOUS CALENDAR YEAR OF OPERATIONS.  THIS REPORT SHALL BE SUBMITTED WITH 60 DAYS AFTER JANUARY 1 OF EACH YEAR.

COMPLETED BY MCP-2955

[TS 5.5.4.C]
	Feb
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-3 - THE SAFETY REVIEW COMMITTEE SHALL MEET AT LEAST ONCE EVERY TWELVE MONTHS AND AT LEAST ONCE NOT MORE THAN THREE MONTHS PRIOR TO THE START OF DEFUELING OPERATIONS.

COMPLETED BY CTR-19

[TS 5.2.1.4]
	Mar 20
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-4 - Review Content and Implementation of the Radiation Protection Program

Completed by MCPs-542, 2951

[10 CFR 20.1101(c)]
	Mar
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-5 - Verify training/qualification of ERO

Completed by EPI-108

                                                              [ERP 6.6.1]                                                               
	Dec
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	

	A-6 - Verify training offered to offsite responders.

Completed by EPI-108

[ERP 6.6.1]
	May
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-7 – Review/update MOUs with local responders, including LLEA, to ensure they are current.

Completed by EPI-108

[ERP 6.6.2.3]
	May
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-8 - Review/Update ERP

Completed by EPI-108

[ERP 6.6.2]
	Dec
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	

	A-9 - Change out keys, locks, and cores

Completed by MCP-325

[PPP 5.3]
	Apr
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-10 - Inventory keys, locks, and cores

Completed by MCP-325

[PPP 5.3]
	Apr
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-11 - Security equipment tests

Completed by TPR-5666

[PPP 8]
	Aug
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A

	A-12 - Exhaust Chimney tritium sampling 

Completed by TPR-6370

[SAR 7.6.1, Letter P-97042]
	May
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-13 – Caution Tag review 

Completed by MCP-2978

	Apr
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-14 – Inspect Isolation Valves 1 and 2

Completed by TPR-5606


	June
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-15 - Inspect Shield Plug Handling Devices 1 and 2

Completed by TPR-5606

	June
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-16 - Inspect Standby Storage Wells

Completed by TPR-5590

	June
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-17 - Inspect CLUP seismic restraints

Completed by TPR-5599
	June
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-18 - Inspect lifting equipment

Completed by TPR-5600


	June
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-19 - Inspect CHM Structure

Completed by TPR-5602


	June
	N/A
	`N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-20 - Inspect Vault Modules

Completed by TPR-5608

                                                              [SER 3.2.6]
	June
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-22 - LLEA orientation

                                                             [PPP App C]

	Sept
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A

	A-23 – Post OSHA 300 injury and illness report


	Jan
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-24 – Inspect CHM Raise/Lower Mechanism
Completed by TPR-5605

	June
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-25 - Change out combinations

Completed by MCP-325

                                                                 [PPP 5.3]                                                                       
	June
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-26 – Test emergency and exit lights.

Completed by TPR-5670 

	Aug
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A

	A-27 – Maintenance of fire alarm system


	Aug
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A

	A-28 – Operator Aid review

Completed by MCP-2986


	Dec
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	

	A-29 – Set CHM load cell indicator set-points
Completed by TPR-6270


	June
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-30 – Inspect/Rebuild tritium sampling pump

	May
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-31 – Update occupational and population doses

	Mar
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-32 - Required Reading review

Completed by MCP-2983


	Oct
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A

	A-33 - Out of Service review

Completed by MCP-2978
	Oct
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A

	A-34 – Seismic tremor switch inspection
Completed by FRM-1319
	Jan
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	A-35 – Inventory/inspect spare parts – DR 107357


	July
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A

	A-36 – review/update FHPA


	Sept
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A

	OTHER

	Date Due
	

	O-1 – Independent review of Physical Protection Plan

Completed every 2 years by MCP-325 and SA

                                                                 [PPP 3.6]
	Dec 2015

	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	O-2 - Independent audit of Emergency Response Plan

Completed every 2 years by EPI-108 and SA
[ERP 6.6.4]
	June 

	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	O-3 – LEAK TEST ONE FSC FROM EACH VAULT EVERY 5 YEARS (NO GRACE PERIOD)

COMPLETED BY TPRs-5604 AND 5598

[TS SR 3.3.1.1]                                 
	6/21/15
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	O-4 – Leak test the three SSWs every 5 years

Completed by TPR-5598                     [SER 3.2.3]
	6/21/15
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	O-5 - ERP exercises will be conducted biennially

Completed by EPI-108

[SAR 9.5/ERP 6.6.1]
	May 
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	O-6 - Replace Accelerograph battery.

Completed every 3 years by TPR-5663

[SAR 5.1.4]
	Feb 2015 
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	O-7 - Inspect MVDS Building every 5 years or after tornado or seismic event.

Completed by TPR-5589                         [SER 3.2.8]
	July
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	
	N/A
	N/A
	N/A
	N/A
	N/A

	O-8 – Inspect septic tank every 5 years


	June

2016
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	O-9 – Inspect FSC and SS every 10 years

Completed by TPR-7812                 [TS 5.5.5 a.]
	July
2017
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	O-10 – Hydrogen sample 6 FSCs (per O-3) 

Completed by TPR-6493                             [sar 9.8]
	6/21/15
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	O-11 – Inspect CLUP every 5 years

Completed by TPR-5610


	June 2018
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A
	N/A

	LIFTING OPERATIONS

	31 DAYS
	
	

	L-1 - FUNCTIONALLY TEST THE MVDS CRANE HOIST LIMIT SWITCH.  FREQUENCY:  WITHIN 31 DAYS PRIOR TO LIFTING THE CHM AND EVERY 31 DAYS DURING CHM LIFTING OPERATIONS

COMPLETED BY TPR-6271

[TS SR 3.2.2.2]
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	

	HANDLING/USE OPERATIONS 


	31 DAYS

	JANUARY
	FEBRUARY
	MARCH
	APRIL
	MAY
	JUNE
	JULY
	AUGUST
	SEPTEMBER
	OCTOBER
	NOVEMBER
	DECEMBER

	H-1 – VISUALLY INSPECT THE CHM RAISE/LOWER MECHANISM COMPONENTS.  FREQUENCY:  WITHIN 31 DAYS PRIOR TO COMMENCING HANDLING OPERATIONS AND EVERY 31 DAYS DURING HANDLING OPERATIONS

COMPLETED BY TPR-5605

[TS SR 3.2.1.1]
	
	
	
	
	
	
	
	
	
	
	
	

	H-2 – FUNCTIONALLY TEST THE CHARGE FACE ISOLATION VALVES, CHM ISOLATION VALVE, GRAPPLE, AND ALL CHM CONTROL INTERLOCKS.  FREQUENCY:  WITHIN 31 DAYS PRIOR TO COMMENCING HANDLING OPERATIONS AND EVERY 12 MONTHS DURING HANDLING OPERATIONS

COMPLETED BY TPRs-5653, 5655

[TS SR 3.2.1.2]
	
	
	
	
	
	
	
	
	
	
	
	

	H-3 – Set the CHM load cell indicator set-points.  Frequency:  within 31 days prior to commencing HANDLING OPERATIONS and every 12 months during HANDLING OPERATIONS.

Completed by TPR-6270 
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	

	8 HOURS

	

	H-4 – VERIFY AMBIENT AIR TEMPERATURE WITHIN LIMITS.  FREQUENCY: WITHIN 8 HOURS PRIOR TO LIFTING AN FSC CONTAINING SPENT FUEL AND IMMEDIATELY PRIOR TO EACH MOVEMENT OF A FSC LOADED WITH SPENT FUEL INTO OR OUT OF THE CHM

COMPLETED BY TPRs-5653, 5655, 5659

[TS SR 3.3.2.1]
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	

	PRIOR TO HANDLING

	
	
	
	
	
	
	
	
	
	
	
	

	H-5 – Verify gas space inside the FSC has been analyzed and determined not to have a combustible gas mixture, or evacuated and purged with air to assure hydrogen concentrations are below flammable limits.  Frequency:  before handling a FSC loaded with spent fuel or removal of the FSC lid bolts

Completed by TPR-6493

                                                                         [SAR 4.2.3.2.3]
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	

	PRIOR TO USE


	
	
	
	
	
	
	
	
	
	
	
	

	H-6 – Inspect the FSC grapple.
Frequency:  within 31 days prior to USE and every 6 months during USE.
Completed by TPR-5609
	
	
	
	
	
	
	
	
	
	
	
	

	H-7 – Functionally test the Isolation Valves. 
Frequency:  within 31 days prior to USE and every 12 months during USE.

Completed by TPR-5606
	
	
	
	
	
	
	
	
	
	
	
	

	H-8 – Functionally test the Shield Plug Handling Devices.

Frequency:  within 31 days prior to USE and every 12 months during USE.

Completed by TPR-5606
	
	
	
	
	
	
	
	
	
	
	
	


