
For the best experience, open this PDF portfolio in
 
Acrobat X or Adobe Reader X, or later.
 

Get Adobe Reader Now! 

http://www.adobe.com/go/reader




WEPART REV PART


SIZEUSE DISC DT DC CM BLDG FL CLASS


 REVTYPESH. OF


SYSTEM STAT


REVISION OR ISSUE PURPOSE


DESCRIPTION


FORWARDING RECIPIENT.


BE RETURNED UPON REQUEST OF THE 


THE USER'S OWN RISK.  DRAWINGS ARE TO


OTHER PURPOSES IS PROHIBITED AND AT


PROVIDED.  USE BY OTHER ENTITIES OR FOR


THE LIMITED PURPOSES FOR WHICH IT WAS


THE INTENDED  RECIPIENT AND ONLY FOR 


THIS DRAWING IS LOANED FOR SOLE USE OF


6/22/2017 10:55:42 AM


PROJECT NAME:


RPE


REV. DATE


DRAWING APPROVALS DATE


PE


DM


DVR


DE


CHKR


DRW


CV ST EEEM IE MPD


SQUAD CHECK


AR HV FP NPCHKR


REVISION APPROVALS


DRW DE DVR DM DATE DATEPE


Department of Energy under U.S. Government contract DE-NA0001942


Consolidated Nuclear Security, LLC for the


Y-12 National Security Complex managed and operated by


Oak Ridge, Tennessee


cns_y-12eJul2014.dgn


L ELLIS 06/16/17


LE EAR


N


KEY PLAN


1 2 3 4 5


D


E


F


G


N


AREA B AREA D AREA F


AREA EAREA CAREA A


E941002-F-0013.dgn


011


M1NC


06/16/17


06/16/17


OF200 MERCURY TREATMENT FACILITY


DD
662886


1/4"=1'-0"


E941002-F-0013


TREATMENT FACILITY


    


    


    


    


 


0


G KLOSSNER


 


 


 


  


 


 


 


 


 


 


 


 


 


M WILSON


EMW 06/2017


ELECTRICAL


UPPER FACILITY PLAN AREA D


EEE


UPPER FACILITY PLAN - AREA D


DS-AHU-4 DS-AHU-1
DS-AHU-2A


AHU-2A


AHU-4


AHU-3


400 400


200 400


DS-AHU-2B


AHU-2B


DS-AHU-3


C1


C1


C1


BW GK


B WILKINSON


  


3


E


3


C1E


MTF-LCP-1


MTF-PNL-C1


1


3


3


C1E


B B BE


BE B


BB BE


B BE B


B BEB


B


B


BE


B


B B


B


BE


B B


BE


B


BE


B B


B


B


B


BE


B


B


B
BE


B


B


BE
B B


BE B


BE B


B BE


GENERAL NOTES


SW-MC-3


[P2]


MC-3A


100


DS-EF-1


M


[P33]


(2,4,6)


DS-SF-1


20A


[P3]


(8,10,12)


8


3


MM


6


(25)


[P2]


SW-MC-4SW-MC-3


SW-MC-4


[P2]


MC-3B


7


SF-1


DS-SF-1


[P3]


AHU-1


3 3


7


AHU-1


7


AHU-3


7


[EC-2], 5


M


EU-2


(33,35,37)


[P16]


4


M


EU-1
SW-EU-1


[P16]


(27,29,31) 8


400


7


4


EF-1


M


EU-3SW-EU-3


(27,29,31)


[P16]


(8,10,12) 3


[P40]


M


[P16]


(33,35,37)


EU-4SW-EU-4


(16b) (16b)


SW-EU-2


(16b)


(16b) (16b) (16b)


(16b)(16b)(16b)


(16b) (16b)


(16b)(16b)(16b)


(16b)


(16b)


(16b)


(14a)


(14a) (14a)


(14a)


(14a)


(14a) (14a)


(14a)(14a)


(14a) (14a)(14a)


(16b)


(16b)


(5)(5)


(7)(7)


(14)


(7)


(14a)


(14a)


(14a)


(1)


(7)


(12) (12) (12)


(12) (12) (12)


(12) (12) (12)


(12) (12)24HR


(12)


(3)


(12)


(3)


3


(10)


(10)


(10)


(10)


(10)


(1)


(12)


(1)


     SHEET KEYNOTES


DIAGRAM ON E941002-F-0001.


FED FROM MTR UNIT SUB A. SEE ONE-LINE 9.


FED FROM PANEL MTF-PNL-A1.8.


CORRESPONDING DISCONNECT TO AHU. 


CONTINUE POWER WIRING FROM 7.


MOTOR-RATED SWITCHES WITH PILOT LIGHTS. 6.


CONDENSING UNIT ON THE LOWER LEVEL. 


ROUTE CONDUIT DOWN TO THE CORRESPONDING 5.


FED FROM PANEL MTF-PNL-C.4.


FED FROM PANEL MTF-PNL-B.3.


FED FROM PANEL MTF-PNL-A2.


FED FROM PANEL MTF-PNL-B1.1.


9


(3)


9


9


9


24HR


(16)


24HR


(14)


3a 3b3a 3b(16)
(7)


(24, 26)3M


1


EH-2


[P2]


D
W


G
 E


9
4
1
0
0
2
-F
-0


0
0
9


M
A


T
C


H
L
IN


E


D
W


G
 E


9
4
1
0
0
2
-F
-0


0
1
5


M
A


T
C


H
L
IN


E


DWG E941002-F-0012


MATCHLINE


BY MTF-PNL-C1, UON.


ALL ELECTRICAL LOADS ON THIS SHEET ARE SERVEDC.


SEE SHEET E941001-F-0005.


FOR LUMINAIRE SCHEDULE AND LUMINAIRE NOTESB.


E941001-F-0002.


GENERAL NOTES SEE E947001-F-0001 AND 


FOR LEGEND, ABBREVIATIONS AND PROJECTA.


06/16/17


  


FAC


000


U9410-02LL3ISSUED FOR CONSTRUCTION


     


IS
S


U
E


D
 F


O
R
 C


O
N


S
T


R
U


C
T
IO


N





		E941002-F-0013



				2017-07-01T15:11:43-0600

		James K. Landman

		I am approving this document





				2017-06-30T09:29:30-0400

		Teresa J. Pierce, P.E.












WEPART REV PART


SIZEUSE DISC DT DC CM BLDG FL CLASS


 REVTYPESH. OF


SYSTEM STAT


REVISION OR ISSUE PURPOSE


DESCRIPTION


FORWARDING RECIPIENT.


BE RETURNED UPON REQUEST OF THE 


THE USER'S OWN RISK.  DRAWINGS ARE TO


OTHER PURPOSES IS PROHIBITED AND AT


PROVIDED.  USE BY OTHER ENTITIES OR FOR


THE LIMITED PURPOSES FOR WHICH IT WAS


THE INTENDED  RECIPIENT AND ONLY FOR 


THIS DRAWING IS LOANED FOR SOLE USE OF


6/22/2017 10:46:00 AM


PROJECT NAME:


RPE


REV. DATE


DRAWING APPROVALS DATE


PE


DM


DVR


DE


CHKR


DRW


CV ST EEEM IE MPD


SQUAD CHECK


AR HV FP NPCHKR


REVISION APPROVALS


DRW DE DVR DM DATE DATEPE


Department of Energy under U.S. Government contract DE-NA0001942


Consolidated Nuclear Security, LLC for the


Y-12 National Security Complex managed and operated by


Oak Ridge, Tennessee


cns_y-12eJul2014.dgn


L ELLIS 06/16/17


LE EAR


5 6 7


A


B


C


D


E


N


KEY PLAN
N


AREA B AREA D AREA F


AREA EAREA CAREA A


E941002-F-0014.dgn


011


B WILKINSON


M1NC


06/16/17


06/16/17


OF200 MERCURY TREATMENT FACILITY


DD
662886


1/4"=1'-0"


E941002-F-0014


TREATMENT FACILITY


    


    


    


    


 


0


G KLOSSNER


 


 


 


  


 


 


 


 


 


 


 


 


 EKB BW GK


K BARTLETT


ELECTRICAL


UPPER FACILITY PLAN AREA E


UPPER FACILITY PLAN - AREA E


H


H


H H


H


HE H


H


  


C1E


2 TYP


TYP1


GENERAL NOTES


     SHEET KEYNOTES


E941002-F-0008.


CONTROLS FOR FANS ARE BELOW. SEE 


FED FROM PANEL MTF-PNL-C. DISCONNECT AND 3.


SUSPEND FIXTURE 9' ABOVE FINISHED PLATFORM.2.


SUSPEND HIGH BUY FIXTURES 36' AFF.1.


M


[P3]
M


[P3]


M


[P3]


3


CF-1


3


EF-2A


3


EF-2B


(6) (4)


HE          


24HR


(6)


(6)(4) (4)


(6)(4)(6)


24HR


(6)


HE


(10)


(8, 10, 12)


(26, 28, 30)


(32,34,36)


D
W


G
 E


9
4
1
0
0
2
-F
-0


0
1
0


M
A


T
C


H
L
IN


E


DWG E941002-F-0013


MATCHLINE


BY MTF-PNL-C1, UON. 


ALL ELECTRICAL LOADS ON THIS SHEET ARE SERVEDC.


SEE SHEET E941001-F-0005.


FOR LUMINAIRE SCHEDULE AND LUMINAIRE NOTESB.


E941001-F-0002.


GENERAL NOTES SEE E947001-F-0001 AND 


FOR LEGEND, ABBREVIATIONS AND PROJECT A.


06/2017


06/16/17


  


FAC


000


U9410-02LL3ISSUED FOR CONSTRUCTION


     


IS
S


U
E


D
 F


O
R
 C


O
N


S
T


R
U


C
T
IO


N





		E941002-F-0014



				2017-07-01T15:12:17-0600

		James K. Landman

		I am approving this document





				2017-06-30T09:30:12-0400

		Teresa J. Pierce, P.E.












WEPART REV PART


SIZEUSE DISC DT DC CM BLDG FL CLASS


 REVTYPESH. OF


SYSTEM STAT


REVISION OR ISSUE PURPOSE


DESCRIPTION


FORWARDING RECIPIENT.


BE RETURNED UPON REQUEST OF THE 


THE USER'S OWN RISK.  DRAWINGS ARE TO


OTHER PURPOSES IS PROHIBITED AND AT


PROVIDED.  USE BY OTHER ENTITIES OR FOR


THE LIMITED PURPOSES FOR WHICH IT WAS


THE INTENDED  RECIPIENT AND ONLY FOR 


THIS DRAWING IS LOANED FOR SOLE USE OF


6/22/2017 10:38:20 AM


PROJECT NAME:


RPE


REV. DATE


DRAWING APPROVALS DATE


PE


DM


DVR


DE


CHKR


DRW


CV ST EEEM IE MPD


SQUAD CHECK


AR HV FP NPCHKR


REVISION APPROVALS


DRW DE DVR DM DATE DATEPE


Department of Energy under U.S. Government contract DE-NA0001942


Consolidated Nuclear Security, LLC for the


Y-12 National Security Complex managed and operated by


Oak Ridge, Tennessee


cns_y-12eJul2014.dgn


L ELLIS 06/16/17


LE EAR


N


KEY PLAN


E


F


G


5 6 7


N


AREA B AREA D AREA F


AREA EAREA CAREA A


E941002-F-0015.dgn


011


B WILKINSON


M2NC


06/16/17


06/16/17


OF200 MERCURY TREATMENT FACILITY


DD
662886


1/4"=1'-0"


E941002-F-0015


    


    


    


    


 


0


G KLOSSNER


E


 


 


 


  


 


 


 


 


 


 


 


 


 


TREATMENT FACILITY
ELECTRICAL


BW


K BARTLETT


UPPER FACILITY PLAN AREA F


UPPER FACILITY PLAN - AREA F


C1


C1


C1


H


HE


H


H


KB GK


  


GENERAL NOTES


     SHEET KEYNOTES


SUSPEND FIXTURE 9' ABOVE FINISHED PLATFORM.2.


SUSPEND HIGH BAY FIXTURE 36' AFF.1.


C1E


C1E


1


2 TYP


TYP


(8)


(8)


(8)


(8)


(10)


(10)


(10)


(10)


(10)


BY MTF-PNL-C1, UON.


ALL ELECTRICAL LOADS ON THIS SHEET ARE SERVED C. 


SEE SHEET E941001-F-0005.


FOR LUMINAIRE SCHEDULE AND LUMINAIRE NOTES B.


E941001-F-0002.


GENERAL NOTES SEE E947001-F-0001 AND 


FOR LEGEND, ABBREVIATIONS AND PROJECT A.


D
W


G
 E


9
4
1
0
0
2
-F
-0


0
1
1


M
A


T
C


H
L
IN


E


DWG E941002-F-0012


MATCHLINE


06/2017


06/16/17


  


FAC


000


U9410-02LL3ISSUED FOR CONSTRUCTION


     


IS
S


U
E


D
 F


O
R
 C


O
N


S
T


R
U


C
T
IO


N





		E941002-F-0015



				2017-07-01T15:13:18-0600

		James K. Landman

		I am approving this document





				2017-06-30T09:31:04-0400

		Teresa J. Pierce, P.E.












WEPART REV PART


SIZEUSE DISC DT DC CM BLDG FL CLASS


 REVTYPESH. OF


SYSTEM STAT


REVISION OR ISSUE PURPOSE


DESCRIPTION


FORWARDING RECIPIENT.


BE RETURNED UPON REQUEST OF THE 


THE USER'S OWN RISK.  DRAWINGS ARE TO


OTHER PURPOSES IS PROHIBITED AND AT


PROVIDED.  USE BY OTHER ENTITIES OR FOR


THE LIMITED PURPOSES FOR WHICH IT WAS


THE INTENDED  RECIPIENT AND ONLY FOR 


THIS DRAWING IS LOANED FOR SOLE USE OF


6/22/2017 10:45:06 AM


PROJECT NAME:


RPE


REV. DATE


DRAWING APPROVALS DATE


PE


DM


DVR


DE


CHKR


DRW


CV ST EEEM IE MPD


SQUAD CHECK


AR HV FP NPCHKR


REVISION APPROVALS


DRW DE DVR DM DATE DATEPE


Department of Energy under U.S. Government contract DE-NA0001942


Consolidated Nuclear Security, LLC for the


Y-12 National Security Complex managed and operated by


Oak Ridge, Tennessee


cns_y-12eJul2014.dgn


L ELLIS 06/16/17


LE EAR


E941002-F-0016.dgn


011


B WILKINSON


NC


06/16/17


06/16/17


OF200 MERCURY TREATMENT FACILITY


DD
662886


E941002-F-0016


    


    


    


    


 


KB0 EBW


 


 


 


  


 


 


 


JL


 


 


 


 


 


 


K BARTLETT


1
1/4"=1'-0"


E


F


G


4 5


N


ROOM


ELECTRICAL


ENLARGED  PLANS
TREATMENT FACILITY


MTF-PNL-UPS-C


MTF-UPS-C


MTF-PNL-C1


MTF-TR-C1


MTF-PNL-B


MTF-PNL-B1


MTF-TR-B1


MTF-PNL-C


M
T
F
-M


C
C
-A
 (
F


R
O


N
T
)


M
T
F
-M


C
C
-B
 (
F


R
O


N
T
)


M
T
F
-M


C
C
-C
 (
F


R
O


N
T
)


MTF-TR-A1


MTF-PNL-A


MTF-PNL-A1


 


J LANDMAN


ELECTRICAL


4 5


E


F


G


4 5


E


F


G


G


G G


G


G


G


G


G


G


G


G


G


G


3


TYP


2
1/4"=1'-0"


N


ENLARGED ELECTRICAL GROUNDING PLAN


MTF-LCP-1


MTF-PNL-C1


MTF-TR-C1


MTF-PNL-C


MTF-PNL-B1


MTF-PNL-B


MTF-PNL-A1


MTF-PNL-A


MTF-TR-A1


MTF-TR-B1


M
F


T
-M


C
C
-B
 (
F


R
O


N
T
)


M
F


T
-M


C
C
-C
 (
F


R
O


N
T
)


M
F


T
-M


C
C
-A
 (
F


R
O


N
T
)


ENLARGED ELECTRICAL EQUIPMENT PLAN


GENERAL NOTES


JUMPER TO RACEWAY. 


BONDING BUSHING OR PIPE CLAMP TO CONNECT 


BE SAME SIZE AS GROUNDING CONDUCTOR.  USE 


RACEWAY AT EACH END.  BONDING JUMPERS TO 


METALLIC RACEWAY:  BOND CONDUCTOR TO 


FOR GROUNDING CONDUCTORS RUN IN A 1.


SHEET KEYNOTES


G


06/2017


06/16/17


  


2 4


1


6


5


WALL 24”AFF.


COPPER.  HARGER NO. GBI14424M.  MOUNT TO 


TELECOMMUNICATIONS GROUND BAR:1/4”X4”X24”, 6.


RATING STICKER.


102" AFF. PAINT WHITE; DO NOT PAINT OVER FIRE 


ALONG LENGTH ON WALL SPACE, FROM 6" AFF TO 


INSTALL FIRE RATED PLYWOOD BACKBOARD 


SYSTEMS (FIRE, SECURITY, ENS). PROVIDE AND 


DEMARCATION EQUIPMENT, AND SPECIAL 


TELECOMMUNICATIONS, FIBER OPTIC, OPTIC 


16'-0" LINEAR WALL SPACE RESERVED FOR DATA/ 5.


ACCORDANCE WITH NEC 250.64(C)(1).


COMPRESSION CONNECTION (BURNDY YG-B) IN 


EXOTHERMIC WELD OR IRREVERSIBLE 


CONNECT TO THE MAIN GROUND BAR WITH 


MTF-PNL-B1, MTF-PNL-C1 AND MTF-PNL-UPS-C), 


-DERIVED SYSTEM PANELBOARDS (MTF-PNL-A1, 


ELECTRODE CONDUCTORS FROM SEPARATELY 


FOR CONDUCTORS SERVING AS GROUNDING 4.


AS REQUIRED BY NEC 250.64(B).  


DIAGRAM.  PROTECT CONDUCTOR FROM DAMAGE 


INDICATED).  FOR CONDUCTOR SIZING, SEE 1-LINE 


HOME RUN TO MAIN GROUND BAR (TYP AS 3.


250.64(C)(1).


(BURNDY YG-B) IN ACCORDANCE WITH NEC 


IRREVERSIBLE COMPRESSION CONNECTION 


GROUND BAR WITH EXOTHERMIC WELD OR 


USING EXOTHERMIC WELD.  CONNECT TO MAIN 


BARE COPPER.  CONNECT TO BUILDING COLUMN 


GROUNDING ELECTRODE CONDUCTOR:  4/0 AWG 2.


NO. GBI14424M.  MOUNT TO WALL 24”AFF.


MAIN GROUND BAR:  1/4”X4”X24”, COPPER.  HARGER 1.


FAC


000


U29410-02LL3ISSUED FOR CONSTRUCTION


IS
S


U
E


D
 F


O
R
 C


O
N


S
T


R
U


C
T
IO


N


     


G


I&C EQUIPMENT


RESERVED FOR 


16'x6' SPACE 





		E941002-F-0016



				2017-07-01T15:14:02-0600

		James K. Landman

		I am approving this document





				2017-06-30T09:31:45-0400

		Teresa J. Pierce, P.E.












WEPART REV PART


SIZEUSE DISC DT DC CM BLDG FL CLASS


 REVTYPESH. OF


SYSTEM STAT


REVISION OR ISSUE PURPOSE


DESCRIPTION


FORWARDING RECIPIENT.


BE RETURNED UPON REQUEST OF THE 


THE USER'S OWN RISK.  DRAWINGS ARE TO


OTHER PURPOSES IS PROHIBITED AND AT


PROVIDED.  USE BY OTHER ENTITIES OR FOR


THE LIMITED PURPOSES FOR WHICH IT WAS


THE INTENDED  RECIPIENT AND ONLY FOR 


THIS DRAWING IS LOANED FOR SOLE USE OF


6/22/2017 10:44:56 AM


PROJECT NAME:


RPE


REV. DATE


DRAWING APPROVALS DATE


PE


DM


DVR


DE


CHKR


DRW


CV ST EEEM IE MPD


SQUAD CHECK


AR HV FP NPCHKR


REVISION APPROVALS


DRW DE DVR DM DATE DATEPE


Department of Energy under U.S. Government contract DE-NA0001942


Consolidated Nuclear Security, LLC for the


Y-12 National Security Complex managed and operated by


Oak Ridge, Tennessee


cns_y-12eJul2014.dgn


L ELLIS 06/16/17


LE EAR


A


C


B


D


1 2 3 4 5 6 7


F


E


G


E941002-F-0017.dgn


011


B WILKINSON


NC


06/16/17


06/16/17


OF200 MERCURY TREATMENT FACILITY


DD
662886


1/8"=1'-0"


E941002-F-0017


N


OVERALL POWER  PLAN
TREATMENT FACILITY


    


    


    


    


 


0


D ENGEL


 


 


 


  


 


 


 


 


 


 


 


 


 


J GARIBAY


ELECTRICAL


JG BW DE


OVERALL POWER PLAN


E06/2017


06/16/17


  


AREA A


AREA B


AREA C


AREA D


AREA E


AREA F


FAC


000


UA9410-02LP3ISSUED FOR CONSTRUCTION


     


IS
S


U
E


D
 F


O
R
 C


O
N


S
T


R
U


C
T
IO


N





		E941002-F-0017



				2017-07-01T15:14:44-0600

		James K. Landman

		I am approving this document





				2017-06-30T09:32:34-0400

		Teresa J. Pierce, P.E.












1


A


B AREA A AREA C AREA E


AREA D AREA FAREA B


WEPART REV PART


SIZEUSE DISC DT DC CM BLDG FL CLASS


 REVTYPESH. OF


SYSTEM STAT


REVISION OR ISSUE PURPOSE


DESCRIPTION


FORWARDING RECIPIENT.


BE RETURNED UPON REQUEST OF THE 


THE USER'S OWN RISK.  DRAWINGS ARE TO


OTHER PURPOSES IS PROHIBITED AND AT


PROVIDED.  USE BY OTHER ENTITIES OR FOR


THE LIMITED PURPOSES FOR WHICH IT WAS


THE INTENDED  RECIPIENT AND ONLY FOR 


THIS DRAWING IS LOANED FOR SOLE USE OF


6/22/2017 10:51:36 AM


PROJECT NAME:


RPE


REV. DATE


DRAWING APPROVALS DATE


PE


DM


DVR


DE


CHKR


DRW


CV ST EEEM IE MPD


SQUAD CHECK


AR HV FP NPCHKR


REVISION APPROVALS


DRW DE DVR DM DATE DATEPE


Department of Energy under U.S. Government contract DE-NA0001942


Consolidated Nuclear Security, LLC for the


Y-12 National Security Complex managed and operated by


Oak Ridge, Tennessee


cns_y-12eJul2014.dgn


L ELLIS 06/16/17


LE EAR


N


KEY PLAN


E941002-F-0018.dgn


011


J GARIBAY


NC


06/16/17


06/16/17


OF200 MERCURY TREATMENT FACILITY


DD
662886


    


    


    


    


 


0


E941002-F-0018


LOWER POWER AREA A
TREATMENT FACILITY


ELECTRICAL


EBW


 


 


 


  


 


 


 


DE


 


 


 


 


 


 


N


1/4"=1'-0"


B WILKINSON


JG 06/2017


LOWER POWER PLAN - AREA A


D ENGEL


CRE


GFCI


WP


941002LCP531
CHEM-FSH-520


CHEM-FSH-525


CRE


GFCI


WP


CHEM-LIT-531


CHEM-FV-520


CHEM-LSH-520


CHEM-LE-520


CHEM-LIT-520


CHEM-SHWR-520


CHEM-SHWR-525


CHEM-PSH-531-A


CHEM-PSH-531-C


CHEM-PSH-520-A


CHEM-PSH-520-B


CHEM-PSH-520-C


CHEM-PSH-531-B


CHEM-LSH-531


3


4


[P2]


(26)


1


1


2


941002LCP520


3


[P2]


(38)5


2605-002
2605-002


DWG E941002-F-0019


MATCHLINE


D
W


G
 E


9
4
1
0
0
2
-F
-0


0
2
2


M
A


T
C


H
L
IN


E


 


06/16/17


 


CHEM-LE-531 941002LCP531A


941002LCP520A


941002LCP531B


941002LCP531C


941002LCP520C


941002LCP520B


NOTE 7


NOTE 6


CHEM-FV-531


NOTE 8
(1)


[P15], TYP


GENERAL NOTES


BY PANEL MTF-PNL-UPS-C, UON.


HEAT TRACE LOADS ON THIS SHEET ARE SERVED B. 


E941001-F-0002.3


GENERAL NOTES SEE E941001-F-0001 AND 


FOR LEGEND, ABBREVIATIONS AND PROJECT A.


SHEET KEYNOTES


COPRECIP TANK.


HEAT TRACE (2) FCL LINES TO POLYMER & IRON 8. 


HEAT TRACE 1" FCL LINE TO SUMP TO EAST.7. 


HEAT TRACE 2" FCL LINE TO FERRIC CHLORIDE TANK.6.


CIRCUIT FED FROM MTF-PNL-B1.5.


CIRCUIT FED FROM MTF-PNL-A1.4.


DEDICATED RECEPTACLE FOR PORTABLE SUMP PUMP.3.


SAFETY SHOWER HEATER CONNECTION.2.


CHEMICAL PUMP HEATER CONNECTION.1.
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HEAT TRACE SLUDGE WASTE LINES AND FILTER 3. 
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OTHER) TO THE POLMER & IRON COPRECIP TANK.


HEAT TRACE (2) 1/2" FLPS LINES (BESIDE EACH 10. 


OTHER) TO DECHLORINATION TANK.


HEAT TRACE (2) 1/2" SB LINES (BESIDE EACH 9. 


OTHER) TO CLARIFIER.


HEAT TRACE (2) 1/2" FAPS LINES (BESIDE EACH 8. 


& IRON COPRECIP TANK.


OTHER, UNDER THE FAPS LINES) TO THE POLYMER 


HEAT TRACE (2) 1/2" OGS LINES (BESIDE EACH 7. 


EVERY HOSE BIB (SEVERAL PIPE REDUCTIONS).


HEAT TRACE W2 LINE (UNDER BWW LINE) TO 6. 


EQUILIZATION TANK.


SLUDGE SETTLING TANK A, AND TO THE 


HEAT TRACE 10" BWW LINE TO TEE, THEN TO 5.
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