DEMOLITION NOTES:

1. DIMENSIONING AND TOLERANCING IS PER ASME Y14.5M-2009. DIMENSIONS ARE IN INCHES. TOLERANCES ARE AS FOLLOWS:
   - FRACTIONAL = ± 1" 
   - ANGULAR = ± 1 DEGREE

2. REMOVE ALL PIPING SHOWN TO THE NEAREST BRANCH, TEE OR FITTING. ENSURE ALL REMAINING UNUSED LINES ARE CAPPED AND LABELED AS "OUT OF SERVICE".

3. REMOVE EXISTING 1" 90 DEGREE THREADED ELBOW AND REPLACE WITH 1" THREADED TEE (ITEM 7) AS SHOWN ON SHEET 2, DETAIL 6.

4. RELOCATE EXISTING THERMOCOUPLE PROBES (TE-EC2-2, TE-EC3-2) AS SHOWN ON SHEET 4.

FOR GENERAL NOTES AND PARTS LIST/MATERIAL LIST, SEE SHEET 1.