## Panelboard Schedule

**Panel Board: QOC12U**
- **Panel Type (Model):** QOC12U
- **Main BRKR Type:** QOB

### Phase A
- **VA:** TBD
- **SCHEME NUMBER:** TBD

### Phase B
- **VA:** TBD
- **SCHEME NUMBER:** TBD

### Load Description

<table>
<thead>
<tr>
<th>No.</th>
<th>CKT</th>
<th>LOAD DESCRIPTION</th>
<th>PH A</th>
<th>PH B</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>20</td>
<td>LIGHTS</td>
<td>20</td>
<td>20</td>
</tr>
<tr>
<td>2</td>
<td>20</td>
<td>JACKET WATER HEATER</td>
<td>20</td>
<td>20</td>
</tr>
</tbody>
</table>

### Remarks

- **SUBTOTAL:** TBD

---

### Notes:

1. **REVISION 0 OF THIS DRAWING WAS FIELD WALKED DOWN IN AUGUST 2009. FOR CHANGES MADE AND FOR ITEMS NOT VERIFIED IN FIELD, SEE ECN-726759-R0.**

2. **30 AMP BREAKER PER MFGR RECOMMENDATION**

---

### References

- **NC ECN-711083**

---

### U.S. Department of Energy
**Office of River Protection**

**Panelboard Schedule**

---

**DATE:** Nov 19, 2014

---

**ATTENTION**

- **DESTROY THIS DOCUMENT BY SHREDDING**
- **MAY CONTAIN SENSITIVE INFORMATION**

---

**PAGE DIMENSIONS:** 1224.0 x 792.0

---

**REFERENCES**

- **NEXT USED ON:** H-2-85322 SH 1
- **REV:** TBD

---

**REVISIONS**

- **INC ECN-711083**
- **NC ECN-711083**

---

**DATE:** 11/19/2014 - 1:28 PM

---

**DRAWING NUMBER:** DOE_TB_B.DWG (JAN 2013)

---

**SHEET:** 1 of 1