**Panel Board Schedule**

<table>
<thead>
<tr>
<th>Remarks</th>
<th>Scheme Number</th>
<th>VA Ph A</th>
<th>VA Ph B</th>
<th>VA Ph C</th>
<th>Load Description</th>
<th>Sys No</th>
<th>Cat No</th>
<th>Load Description</th>
<th>Sys No</th>
<th>Cat No</th>
<th>Load Description</th>
<th>Scheme Number</th>
<th>VA Ph A</th>
<th>VA Ph B</th>
<th>VA Ph C</th>
<th>VA</th>
<th>Subtotal</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td>14,667</td>
<td>14,667</td>
<td>14,667</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>B</td>
<td></td>
<td>HTR-K1-4-2</td>
<td></td>
<td></td>
<td></td>
<td>400</td>
<td>1</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>34,667</td>
<td>34,667</td>
<td>34,667</td>
<td>90,000</td>
<td>90,000</td>
</tr>
<tr>
<td></td>
<td></td>
<td>SPACED</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td>SUBTOTAL</td>
<td>34,667</td>
<td>34,667</td>
<td>34,667</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>90,000</td>
<td>90,000</td>
<td>90,000</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**Note:**

Revision 0 of this drawing was field-walked down in August 2009. For changes made and for items not verified in field, see ECN-726759-R0.

---

**Date:** Nov 19, 2014

---

**References**

<table>
<thead>
<tr>
<th>Title</th>
<th>2</th>
<th>V1</th>
<th>NC ECN-711083, REV 0</th>
</tr>
</thead>
<tbody>
<tr>
<td>Descriptions</td>
<td></td>
<td></td>
<td>242-A EVAPORATOR PANEL BOARD SCHEDULE</td>
</tr>
</tbody>
</table>

---

**Panel Board Information**

- **Location:** 242-A HVAC Room
- **Voltage:** 480VAC, 3PH, 3W
- **Main Breaker Type:** SQUARE-D
- **Main Breaker Rating (AIC):** 25,000
- **Feeder Breaker Type:** SQUARE-D
- **Feeder Breaker Rating (AIC):** N/A
- **Panel Mfg:** SQUARE-D
- **Panel Type (Model):** HCP14506
- **Feeder From Switchgear Breaker 48B**
- **Panel Ground Fault Protection:** AMP NUT
- **Scheme Number:** H-2-85322
- **Number of Circuits:** 175
- **Number of Sys No.:** 1
- **Location:** 600VAC, 3PH, 3W
- **Subtotal:** 124,667
- **Total VA Phase A:** 90,000
- **Total VA Phase B:** 90,000
- **Total VA Phase C:** 90,000
- **Total:** 274,001

---

**U.S. Department of Energy**

Office of River Protection

242-A EVAPORATOR PANEL BOARD SCHEDULE

---

**Declaration:**

U.S. DEPARTMENT OF ENERGY
Office of River Protection

242-A EVAPORATOR PANEL BOARD SCHEDULE

---

**Attention:**

- **Caution:** Not complete without current change documents from database
- **Attention:** Destroy this document by shredding
- **May contain sensitive information**