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Design Change Package Cover Sheet (DCP) 

DCP No.

M-DCP-Z-11004

Rev No. Functional Classification Project/Task No. MT No.

DCP Title

1 PS N/A MT-SS-2010-00006

FLY  ASH SILO #2 BIN VENT DUST COLLECTOR UPGRADE

Facility Area Building SystemSS/SALTSTONE BMH205000Z

Description

REPLACE THE BIN VENT ON TOP OF SILO #2 WITH A LARGER CAPACITY UNIT. RE-MOUNT WIRELESS DIFFERENTIAL PRESSURE TRANSMITTER 

(PDIT-1230)  FROM PREVIOUS INSTALLATION DESCRIBED IN E-DCF-Z-00250.

MODIFY PO# AND PROCUREMENT DOCUMENTS FOR THE NEW DUST COLLECTOR

ADD THE SOUTH CAROLINA DEPARTMENT OF HEALTH AND ENVIORNMENTAL CONTROL AIR PERMIT AS A REFERENCE IN THE DOCUMENT LIST. 

THE SILO IS PROTECTED FROM OVER PRESSURE PROTECTION/VACCUM BY Z-205000-BMH-VB-1223 PER M-RVD-Z-00062

07/24/2019Approved By (Design Authority)

DATR/USQ/TRP No.DatePrepared By (Responsible Engineer) Date

07/22/2019

08/01/2019

Approved By (Responsible Engineer Manager) Date

07/24/2019

Concurrence By (CQF(s)) Date Approved By (FOSC Chairman) Date

07/22/2019

WALKER, JARON A. 07/17/2019

TRP-SS-2019-00213

KUCAB, DANIELLE E.

N/A

PATEL, ACHYUTBHAI V.

N/A

N/A

Additional Approvals (Optional) Dept/Function Date

07/17/2019DesignSCHILLING, CHRISTOPHER A.

07/22/2019DesignCAUGHMAN, CRAIG A.

07/17/2019DesignCLARK, STEPHEN H.

07/18/2019N/AFORTY, RANDALL W.

07/17/2019ConstructionBESSEY, CHARLES W. JR

07/18/2019Structural MechFAIRES, WADE E. JR
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OSR 19-202# (2-5-92) 
 

Design Change Package Continuation Sheet 
 

 
 

 

DCP No. 
M-DCP-Z-11004 

Sheet Revision 
1 Sheet 1  of 1  

Note Description  
 
 
 
 
1 
 
 
 
 
 
 
 
 
 
 
2 
 
 
3 
 
 
 
 
 
 
 
 
 
 
 
 

  
   
Electrical/I&C Notes: (For information and construction aids only)  
  
All electrical work shall be performed and inspected using the latest revisions of the 
following:    
     a)  WSRC-IM-95-58 Guide, 16051-G, Installation of Electrical Raceway Systems &
    
          Cable Trays.    
     b)  WSRC-IM-95-58 Guide, 16052-G, Installation of Electrical Wires, Cables & 
Terminations.    
     c)  WSRC-IM-95-58 Guide, 16053-G, Installation of Electrical Equipment. 
   
     d)  WSRC-IM-95-58 Guide, 16056-G, Installation of Grounding Systems. 
   
    
All electrical material shown on material list in this DCP are to be considered 
""or Equal"" unless otherwise noted."    
    
Wireless differential pressure transmitter (PDIT-1230) was installed previously by E-DCF-
Z-00250. The physical mounting method for this instrument utilized a C-clamp which is 
unacceptable for a permanent installation. Construction is to re-mount this instrument 
utilizing the standard bracket furnished with the instrument. Mounting shall be on platform 
area steel, excluding handrails, and shall be close to the bin vent dust collector vendor's 
box which includes the filter differential pressure gauge. The installed position of this box 
is currently described in the procurement data sheet as installed on the west side of the 
new bin vent dust collector. The wireless transmitter shall have a line-of-sight 
transmission path to building 205-8Z below at ground level. Re-pipe with flexible plastic 
tubing, as necessary, the transmitter using the allocated pressure taps on the new bin 
vent dust collector instruments. 

 
   

 
 

 
 

 
 

 
 

 



OSR 19-202 (2-5-92) 
 

Design Change Package Revision Summary Sheet 
 

 
 

DCP No. 
M-DCP-Z-11004 

Sheet Revision 
1 Sheet  1  of  1  

Rev No. Description Date 
0 
1 
 

Initial issue. 
Removal of Procurement Holds, Issued for Construction. 
 
Revised the following documents: 
DCP Cover Page 
DCP Continuation Page 
Revision Summary Sheet 
DCP Documentation List 
Installation Card Status Report 
ALARA Form 
DCP Material Sheet 
M-DCP-Z-11004-CLC-1 
 
Revised the following Drawing: 
C-CS-Z-00030 
 
Revised the following DCNs: 
M-DCP-Z-11004-M-00001 
M-DCP-Z-11004-P-00001 
M-DCP-Z-11004-P-00002 
M-DCP-Z-11004-P-00004 
M-DCP-Z-11004-P-00005 
M-DCP-Z-11004-P-00006 
M-DCP-Z-11004-E-00001 
M-DCP-Z-11004-E-00002 
 
Added the following DCNs: 
M-DCP-Z-11004-M-00002 

8/13/2012 
8/1/2019 

 

 



OSR 19-203 (Rev. 02-27-2017) 
Page 1 of  3 

Design Change Package Documentation List 
 

M-DCP-Z-11004 Rev. 1 

Documents Associated with Change  In DCP  
Complete Document No. 
(If Vendor-Incl Sub + AC) Rev. Affected Document No. Rev. Title (Yes/No) Remarks Closure Action 

(If none, enter N/A) 
Changed in this 
DCP Rev. (Y/N) 

 

M-DCP-Z-11004 
 

1 N/A N/A DCP COVER SHEET 
 

Y N/A N/A Y 

M-DCP-Z-11004 1 N/A N/A 
DCP CONTINUATION 

PAGE Y N/A N/A Y 

M-DCP-Z-11004 1 N/A N/A 
REVISION SUMMARY 

SHEET Y N/A N/A Y 

M-DCP-Z-11004 1 N/A N/A 

DCP 
DOCUMENTATION 

LIST Y N/A N/A Y 

M-DCP-Z-11004 1 N/A N/A 
INSTALLATION CARD 

STATUS REPORT Y N/A N/A Y 

M-DCP-Z-11004 1 N/A 1 ALARA FORM Y N/A N/A Y 

M-DCP-Z-11004 1 N/A 1 
DCP MATERIAL 

SHEET Y N/A N/A Y 

MT-SS-2010-00006 0 N/A N/A 

ELAWD PREMIX SILO 
AREA 

MODIFICATIONS N 

FOR REFERENCE ONLY N/A 
N 

M-DCP-Z-11004-CLC-
1 

1 

N/A N/A 

SILO EVALUATION - 
SUPPORT DESIGN 
FOR THE BIN VENT 
(ATTACHMENT A) Y 

TYPE II CALCULATION 

N/A 
Y 

0080-0041 N/A N/A N/A 
Bureau of Air Quality 
Construction Permis N FOR REFERENCE ONLY N/A N 

C-CS-Z-00030 B N/A N/A 

CEMENT/FLY ASH 
STORAGE SILOS 

PARTIAL PLATFORM 
FRAMING PLAN @ EL 

402'-5 1/4 " 

Y INTERIM  

DRAWING 
N/A Y 

DCN E-00001 1 W774003 11 
SINGLE LINE DIA. 
480V MCC B121 Y ESS 

Incorporate per G-ESR-S-
00017. Latest revision 

Y 

DCN E-00002 1 W774027 4 
SCHEMATIC DIA. 
SLAG FLY ASH & 
STORAGE ELECT. 

Y SUP Incorporate per G-ESR-S-
00017. Latest revision Y 

DCN E-00003 0 E-EX-Z-00001 2 
MASTER OVERLOAD 
HEATER AND FUSE 
LIST 

Y SUP Incorporate per G-ESR-S-
00017. Latest revision Y 



OSR 19-203 (Rev. 02-27-2017) 
Page 2 of  3 

Design Change Package Documentation List 
 

M-DCP-Z-11004 Rev. 1 

Documents Associated with Change  In DCP  
Complete Document No. 
(If Vendor-Incl Sub + AC) Rev. Affected Document No. Rev. Title (Yes/No) Remarks Closure Action 

(If none, enter N/A) 
Changed in this 
DCP Rev. (Y/N) 

 

DCN M-00001 1 W754522 30 

SALTSTONE CEMENT 
AND FLY ASH 
STORAGE SILOS 
PIPING AND 
INSTRUMENT 
DIAGRAM 

Y ESS Incorporate per G-ESR-S-
00017. Latest revision Y 

DCN M-00002 0 M-ML-Z-00004 2 

Piping Data Sheet 
Package - Saltstone 
Piping Systems - 
General 

Y SUP Incorporate per G-ESR-S-
00017. Latest revision Y 

M-DS-Z-00105 2  N / A N/A SILO BIN VENT N FOR REFERENCE ONLY FOR REFERENCE ONLY  N 

DCN P-00001 1 W775921 5 

CEMENT / FLY ASH 
STORAGE SILOS - 
PLAN                                                  
GENERAL 
ARRANGEMENTS / 
EQUIPMENT 
LOCATION 

Y GEN 
Incorporate per G-ESR-S-

00017. Latest revision 
Y 

DCN P-00002 1 W775922 5 

CEMENT / FLY ASH 
SILO'S - SECTIONS A 

& B                                                 
GENERAL 

ARRANGEMENTS / 
EQUIPMENT 
LOCATION 

Y GEN Incorporate per G-ESR-S-
00017. Latest revision Y 

DCN P-00003  N/A   N Not Used N/A Y 

DCN P-00004 1 W775926 5 

CEMENT / FLY ASH 
STORAGE  SILO'S – 

SECTION B                                        
GENERAL 

ARRANGEMENTS / 
EQUIPMENT 
LOCATION 

Y GEN Incorporate per G-ESR-S-
00017. Latest revision Y 

DCN P-00005 1 W779821 5 BULK MATERIAL 
HANDLING AREA - Y GEN Incorporate per G-ESR-S-

00017. Latest revision Y 



OSR 19-203 (Rev. 02-27-2017) 
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Design Change Package Documentation List 
 

M-DCP-Z-11004 Rev. 1 

Documents Associated with Change  In DCP  
Complete Document No. 
(If Vendor-Incl Sub + AC) Rev. Affected Document No. Rev. Title (Yes/No) Remarks Closure Action 

(If none, enter N/A) 
Changed in this 
DCP Rev. (Y/N) 

 

Z205 PLAN - PIPING-
LAYOUT 

DCN P-00006 1 W779822 4 

BULK MATERIAL 
HANDLING AREA - 

Z205 SECTION - 
PIPING-LAYOUT 

Y GEN Incorporate per G-ESR-S-
00017. Latest revision Y 

 



Drawing: Rev: 1Installation Card Status Report
Savannah River Site07/24/2019 16:03 Page 1 of 1

M-DCP-Z-11004

CTUnit Work Order WBS Printed Installed InspectedCard No CT StatusID DCD
CASS 07/24/201910444785 CA Printed205E017FC M-DCP-Z-11004/R1

07/24/201910444786 FM Printed
07/24/201910444787 TO Printed
07/24/201910444780 CA Printed205E017FF M-DCP-Z-11004/R1
07/24/201910444781 FM Printed
07/24/201910444782 TO Printed
08/14/201210412546 FM Printed205E017LA M-DCP-Z-11004
08/14/201210412547 TO Printed
08/14/201210412548 CA Printed

CO 07/24/201910444783 RW PrintedB6RF008 M-DCP-Z-11004/R1
EQ 08/14/201210412549 EQ PrintedB121-5D M-DCP-Z-11004

07/24/201910444784 EQ PrintedC121-5D M-DCP-Z-11004/R1
07/24/201910444779 EQ PrintedHS121-5D M-DCP-Z-11004/R1
08/14/201210412545 EQ PrintedZ-205-BMH-DCOL-0001 M-DCP-Z-11004

SILO BAG HOUSE AND UNLOADING SCREEN MODIFICATIONS
For internal Savannah River Site use only.



 M-DCP-Z-11004, Rev. 1 
 Page 1 of 1 

 Page 1 of 1 

ALARA Design Review Form 
 

MT or DCP/DCF Number  M-DCP-Z-11004  Rev. 1  
Title Silo #2 Bin Vent Dust Collector Upgrade    
 
Brief Description of the Scope 
Apart of the ELAWD Phase 2 project, MT-SS-2010-00006 requested that Silo’s1,2 and 3 all have 
the capability of being loaded at the same time. This required a Bin Vent (dust collector) to have a 
larger capacity. This design is a PS design and does not contain any radioactive materials.  
   
   
    
  
 
Reference(s) 
MT-SS-2010-00006 
  
 

Answer the following ALARA screening questions.  If the answer is YES to any of the questions, 
complete the appropriate Supplemental Design Checklist(s) (SDC).  The SDCs can be accessed 
on the Design Engineering Web page under ‘Guidance Documents’, then ‘Checklists’. 

 

 RADIOLOGICAL QUESTIONS: YES NO 

 1. Does the design activity involve performance in, or require entry to, an area 
in an existing facility posted as a “Radiation Area” or greater, or a 
“Contamination Area” or greater, or an “Airborne Radiation Area”, or an 
area in a new facility which, following facility operation, will contain or 
process radioactive material?  If yes, review attached Supplemental Design 
Checklist SDC-1. 

 X 

 2. Does the design activity involve any system that does, or will (following 
facility operation), contain, convey, or use radioactive materials?  If yes, 
review attached Supplemental Design Checklist SDC-2. 

 X 

 3. Does the design activity involve changes to shielding requirements or the 
use of penetrations in shield walls?  If yes, review attached Supplemental 
Design Checklist SDC-3. 

 X 

 4. Does the design activity involve new ventilation systems, modifications to 
existing ventilation systems, or the conversion of a clean area to a 
radiological area?   If yes, review attached Supplemental Design Checklist 
SDC-4. 

 X 

 5. Does the design activity involve area (including Nuclear Incident Monitoring 
– NIM), airborne, process, or effluent radiation monitoring systems?  If yes, 
review attached Supplemental Design Checklist SDC-5. 

 X 

 
Comments   
  
  
 
Responsible Engineer   Jaron Walker  Date Approvals Maintained in DCR/EDWS  
 
Checker/Verifier   Gary Stasie  Date Approvals Maintained in DCR/EDWS  
 



 
OSR 19-246 (Rev 4-25-2016) 

Design Materials Sheet Page 1 of 1 

Document Number  M-DCP-Z-11004  Revision  1   Engineering Discipline  Mechanical  

Description and Material Type 

Unit 
of 

Meas. Size Qty 
Procurement 
Responsibility 

Functional 
Class 

Procurement 
Level 

Spec. / 
Datasheet / 
QIP / CGD RICP No. 

Stores Caption Item/Purchase Req. 

Number Comments 
 

 
 
   

Saltstone Dust Collector 
 Z-205000-BMH-DCOL-

001 
Each 

3.5 
x 

3.5 
x 

6.9 
ft 

2 Design 
Services 

Production 
Support Level 2 

M-DS-Z-
00105 
Rev. 2 

595 N/A 
MSR 103051M; 00141956R 

Dust Collector Main and 
Spare 

Z-205000-BMH-DCOL-001 
Spare Filers (Full Set) 

N/A N/
A 

N/
A 

Design 
Services 

Production 
Support Level 3 

See 
Comment 

N/A N/A 
Procurement of Spare filters 

for GS-4X Dust Collector 
MSR: 102092M 

           

           

           

           

           

 



























Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-E-00001 1

Design Change Notice (DCN)

N/AClassification Reviewer:

Date: 07/10/2019

Page: 1



Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-E-00001 1

Document No. (Doc Rev)

W774003;11

FLY  ASH SILO #2 BIN VENT DUST COLLECTOR UPGRADE

REV.1 :  TO REMOVE HOLD FROM THE DRAWING

Reason for Change (Be specific)

CHANGE DUST COLLECTOR MOTOR FROM 10 HP TO 7.5 HP.

REV.1 :  REVISE THE DRAWING TO REMOVE HOLD FROM THE DRAWING.

Description of Change

07/10/2019

Originator Responsible Engineer Manager Date

Engineering Approvals

07/10/2019

Verification Method(s)

DisciplineDateVerifier/Checker

E-ELECTRICAL07/10/2019

Design Check (GS/PS only)

MADKAN, RANBIR K. RAMOS, DAVID

HYMEL, LOUIS J.

Date

Page: 2







Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-E-00002 1

Design Change Notice (DCN)

N/AClassification Reviewer:

Date: 07/10/2019

Page: 1



Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-E-00002 1

Document No. (Doc Rev)

W774027;4

FLY  ASH SILO #2 BIN VENT DUST COLLECTOR UPGRADE

REV.1 : TO REMOVE HOLD FROM THE DRAWING.

Reason for Change (Be specific)

CHANGE DUST COLLECTOR MOTOR FROM 10 HP TO 7.5 HP.

REV.1 : REVISE THE SCHEMATIC DRAWING TO REMOVE THE HOLD FROM THE DRAWING AND WIRE THE NEW DUST COLLECTOR. ALSO INSTALL A 

NEW LOCAL STOP START PUSH BUTTON STATION.

Description of Change

07/10/2019

Originator Responsible Engineer Manager Date

Engineering Approvals

07/10/2019

Verification Method(s)

DisciplineDateVerifier/Checker

E-ELECTRICAL07/10/2019

Design Check (GS/PS only)

MADKAN, RANBIR K. RAMOS, DAVID

HYMEL, LOUIS J.

Date

Page: 2









   

  

 

 
   


   



        

    

                     

  

  

  

 

          





E-EX-Z-00001   REV 2   6/15/2012 Master Overload Heater and Fuse List Page 4 of 8

AMENDING EQUIPMENT NUMBER MCC DESCRIPTION TYPE fla*1.75 FUSE Disconnect COR O/L AWG HP/KVA FLA ST SIZE SF SL PRINT NO

B121-1A SPARE 1 W774003

E-DCF-Z-00244 R121  -1B1 & -1B2 B121-1B SUBSTATION BUILDING WELDING RECEPTACLES RECP 60A 100A 2-3/C, #2 W774003,W774068

B121-1C SPARE 30A W774003

W774030 -SHOWS LOAD B121-2A SPARE 400A W774003,W774030

Z-205-PRA-CMP-0001 B121-3A PREMIX AIR BLENDER AIR COMPRESSOR #1 COMP 378 400A 400A 3/C, 500 200HP 216 1.15 W774003,W774031

B121-4A SPARE 1 W774003

B121-4B SPARE 60A W774003

B121-4C SPARE 30A W774003

B121-4D SPARE 30A W774003

W774068  -SHOWS LOAD B121-4E SPARE 30A W774003

B121-4F SPARE 60A W774003

M-DCF-Z-05006 Z-205-PRA-DRY-0004 B121-5A REFRIGERATED AIR DRYER DRYER 14.5 20A 30A 3/C, #10 6.74 KW 8.29 W774003,W774068

Z-205-BMH-DCOL-0002 B121-5B SILO #4 VENT DUST COLLECTOR FAN 22.8 25A WL53 3/C, #10 10HP 13 1 1.15 W774003,W774027

B121-5C SPARE  1 W774003

Z-205-BMH-DCOL-0001 B121-5D  SILOS 1-3 VENT DUST COLLECTOR FAN 22.2 25A W55 3/C, #10 10HP 12.7 1 1.15 W774003,W774027

W774030 -SHOWS LOAD B121-5E SPARE W52 3/C, #10 1 W774003,W774030

Z-951-ELLV-PNL-0141 B121-6A SUBSTATION BLDG LGT PNL L141 LP 31.5 20A 30A 3/C, #6 15KVA 18 W774003,W774068

B121-6B SPARE 30A W774003

B121-6C SPARE 1 W774003

B121-6D SPARE 2 W774003

E-DCF-Z-00244 R121  -6E1 & -6E2 B121-6E WATER TANK & UNLOADING AREA WELDING RCPTS RECP 60A 100A 2-3/C, #2 W774003,W774068

B122-1A SPARE 1 W774004

E-DCF-Z-00244 R122  -1B1 & -1B2 B122-1B SILO AREA WELDING RECEPTACLES RECP 60A 100A 3/C, #2/0 W774004,W774068

B122-1C SPARE 60A W774004

Z-205-PRA-CMP-0002 B122-2A PREMIX AIR BLENDER AIR COMP #2 COMP 378 400A 400A 3/C, 500 200HP 216 1.15 W774004,W774031

Z-205-PRA-CMP-0003 B122-3A PREMIX AIR BLENDER AIR COMP #3 - STBY COMP 378 400A 400A 3/C, 500 200HP 216 1.15 W774004,W774031

B122-4A SPARE 60A W774004

Z-951-ELLV-PNL-0140 B122-4B                                                                                                           PP 31.5 20A 30A 3/C, #6 15KVA 18 W774004,W774054

B122-4C SPARE 30A W774004

B122-4D SPARE 60A W774004

Z-205-DWHTR-0003 B122-4E DOMESTIC WATER STORAGE HEATER HTR 12.25 9A 30A 2/C, #10 3KW 7 W774004,W774068

Z551-460-181-00-Z B122-5A CATHODIC PROTECTION RECTIFIER CAB R4 10.54 20A 30A 3/C, #8 5KVA 6.02 W774004,W774068

Z551-460-182-00-Z B122-5B CATHODIC PROTECTION RECTIFIER CAB R3 10.54 20A 30A 3/C, #6 5KVA 6.02 W774004,W774068

B122-5C SPARE 1 W774004

Z-205-ELLV-PNL-0160 B122-5D UNLOADING AREA LIGHTING PANEL L160 LP 94.5 70A 100A 3/C, #2 45KVA 54 W774004,W774068

B122-5E SPARE 1 W774004

B122-6A SPARE 1 W774004

B122-6B SPARE 30A W774004

Z-951-ELLV-PNL-0201 B122-6C DOM & PROC WATER HEAT TRACING (PNL Y201) LP 94.5 70A 100A 3-1/C, #2 45KVA 54 W774004,W774091

B122-7A SPARE 60A W774004

Z-951-HVAC-AHU-0001 B122-7B SUBSTATION BLDG  AHU FAN (2 SPEED) FAN 59.5 40A W55/65 2-3/C, #6 25HP 34 2 W774004,W774049

B122-7C SPACE W774004

Z-951-HVAC-AHU-0001 B122-7D SUBSTATION BLDG AHU ELECTRICAL COIL HTR 42 35A 60A 3/C, #6 20KW 24 W774004,W774049

B123-1A SPARE 1 W774005

B123-1B SPARE 60A W774005

B123-1C INCOMING LINE - MCC B123 MAIN BREAKER - ITE KM TYPE MAIN 800AF 800A 2-3/C-500 W774005

Z-210--HVAC-ACU-0010 B123-2A ICR, E&I SHOPS AIR COND. UNIT AC 70 70A 100A 3/C, #2 33KW 40 W774005,W774061

B123-2B SPARE 1 W774005

FUSE VALUE ON PRINT B123-2C SPARE 100A W774005

B123-2D SPARE 30A W774005

B123-3A SPARE W51 1 W774005

M-DCP-Z-11004-E-00003  PAGE 2 OF 3    
BEFORE 





Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-M-00001 1

Design Change Notice (DCN)

N/AClassification Reviewer:

Date: 07/16/2019

Page: 1



Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-M-00001 1

Document No. (Doc Rev)

W754522;30

MODIFY THE FILTERING SYSTEM SUCH THAT SILOS 1, 2 AND 3 MAY BE LOADED AT THE SAME TIME.

Reason for Change (Be specific)

REPLACE BIN VENT ON SILO #2 WITH A NEW BIN VENT.

MODIFY ASSOCIATED PIPING THAT PROVIDES PLANT AIR TO THE BIN VENT

Rev. 1: 1. Update reference drawing and equipment parameters. 2. Update Note 22 to current manufacturer information. 3. Update pipe line to current 

SRS Standards. 4. Corrected piping arrangement error found while conducting walk down.

Description of Change

07/16/2019

Originator Responsible Engineer Manager Date

Engineering Approvals

07/09/2019

Verification Method(s)

DisciplineDateVerifier/Checker

M-MECHANICAL07/16/2019

Design Check (GS/PS only)

WALKER, JARON A. SCHILLING, CHRISTOPHER A.

STASIE, GARY A.

Date

Page: 2









Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-M-00002 0

Design Change Notice (DCN)

N/AClassification Reviewer:

Date: 07/16/2019

Page: 1



Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-M-00002 0

Document No. (Doc Rev)

M-ML-Z-00004;2

MODIFY THE FILTERING SYSTEM SUCH THAT SILOS 1, 2 AND 3 MAY BE LOADED AT THE SAME TIME.

Reason for Change (Be specific)

MODIFY ASSOCIATED PIPING TO PROVIDE PLANT AIR TO Z-205000-BMH-DCOL-001 

PIPING DATA SHEETS PACKAGE

Note: Where a hydrostatic leak test is impracticable, either a pneumatic test or a combined hydrostatic -pneumatic test may be substituted at the 

discretion of the Design Authority (DA). The pneumatic test pressure shall be not less than 1.1 times the design pressure.

Description of Change

07/16/2019

Originator Responsible Engineer Manager Date

Engineering Approvals

07/09/2019

Verification Method(s)

DisciplineDateVerifier/Checker

M-MECHANICAL07/16/2019

Design Check (GS/PS only)

WALKER, JARON A. SCHILLING, CHRISTOPHER A.

STASIE, GARY A.

Date

Page: 2



OSR 19-205A (REV 4-27-2010)

Design Change Notice (DCN)
Continuation Page Proc. Ref. E7, 2 38

LINE IDENTIFICATION AREA Z

BLDG 205000

SYSTEM PA

FUNC IDENT L

SEQ NUM PLA705

PIPE SPEC DWPF P004

LINE DESCRIPTION Plant Air distribution for Dust Collector

FROM DESCRIPTION Z-205000-PLA-705-P4B-2

TO DESCRIPTION Dust Collector: Z-205000-BMH-DCOL-0001

REF P&ID W754522

PIPE SIZE 1

SUB

N/A

LINE CLASSIFICATION
AND DESIGN INFO

FUNC CLASS PS

B31.3 CAT / CODE Normal

FLUID SERV SHT Plant Air

NORM OP PRESS 120

NORM OP TEMP 115

ABN / UPSET PRESS N/A

ABN / UPSET TEMP N/A

DSGN PRESS 176

DSGN TEMP 150

PERF CAT PC-1

CALC REQD No- See Remarks

CALC NUMBER N/A

PSIG

°F

PSIG

°F

FABRICATION AND
INSTALLATION
REQUIREMENTS

MAINT JOINTS THD

RUN JOINTS THD

GASKETS N/A

INSULATION No

HEAT TRACE No

CLEANING METHOD Air Gas Blow Down with wipe test and visual examination.

COATING See Special Requirements

TEST METHOD Hydro

TEST PRESSURE 264

SPECIAL REQMTS 1. Examination and testing of tie-in joints shall be in accordance with Eng.
Std.15060, Table 5.4.2-1.

2. Touch up all galvanizing with AGS-6 in accordance with Eng. Guide 09905-G.

REMARKS 1. SM evaluation in DCP, Attachment A.

WK PKG

TYPE

N/A

CLASS

2000

FACE

N/A

THREAD SEALANT Teflon tape/Dispersion

GASKET GROUP N/A
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Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-P-00001 1

Design Change Notice (DCN)

N/AClassification Reviewer:

Date: 07/09/2019
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Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-P-00001 1

Document No. (Doc Rev)

W775921;5

The existing bin vent on top of silo #2 cannot handle loading all three silos simultaneously (i.e. silos #1, #2, & #3).

Reason for Change (Be specific)

Replace the bin vent on top of silo #2 with a larger capacity unit. Revise drawing to reflect As Found conditions and replacement of Dust Collector 

Z-205000-BMH-DCOL-0001.

Description of Change

07/09/2019

Originator Responsible Engineer Manager Date

Engineering Approvals

07/09/2019

Verification Method(s)

DisciplineDateVerifier/Checker

P-PLANT DESIGN07/09/2019

Design Check (GS/PS only)

SIMS, BASIL H. CLARK, STEPHEN H.

MELVIN, STEVEN M.

Date
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RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-P-00002 1

Design Change Notice (DCN)

N/AClassification Reviewer:

Date: 07/09/2019
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Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-P-00002 1

Document No. (Doc Rev)

W775922;5

The existing bin vent on top of silo #2 cannot handle loading all three silos simultaneously (i.e. silos #1, #2, & #3).

Reason for Change (Be specific)

Replace the bin vent on top of silo #2 with a larger capacity unit. Revise drawing to reflect As Found condition and replacement of Dust Collector 

Z-205000-BMH-DCOL-0001.

Description of Change

07/09/2019

Originator Responsible Engineer Manager Date

Engineering Approvals

07/09/2019

Verification Method(s)

DisciplineDateVerifier/Checker

P-PLANT DESIGN07/09/2019

Design Check (GS/PS only)

SIMS, BASIL H. CLARK, STEPHEN H.

MELVIN, STEVEN M.

Date
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N/A

Revision
Project/Task No

M-DCP-Z-11004-P-00004 1

Design Change Notice (DCN)

N/AClassification Reviewer:
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Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-P-00004 1

Document No. (Doc Rev)

W775926;5

The existing bin vent on top of silo #2 cannot handle loading all three silos simultaneously (i.e. silos #1, #2, & #3).

Reason for Change (Be specific)

Replace the bin vent on top of silo #2 with a larger capacity unit. Revise drawing to reflect As Found field condition and replacement of Dust Collector 

Z-205000-BMH-DCOL-0001.

Description of Change

07/09/2019

Originator Responsible Engineer Manager Date

Engineering Approvals

07/09/2019

Verification Method(s)

DisciplineDateVerifier/Checker

P-PLANT DESIGN07/09/2019

Design Check (GS/PS only)

SIMS, BASIL H. CLARK, STEPHEN H.

MELVIN, STEVEN M.

Date
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RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-P-00005 1

Design Change Notice (DCN)

N/AClassification Reviewer:

Date: 07/09/2019
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Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-P-00005 1

Document No. (Doc Rev)

W779821;5

The existing bin vent on top of silo #2 cannot handle loading all three silos simultaneously (i.e. silos #1, #2, & #3).

Reason for Change (Be specific)

Replace the bin vent on top of silo #2 with a larger capacity unit.  D&R existing bin vent equipment and portion of 1" air piping line PLA705-P4B-1 

including isolation valve PA-V-0053.

Drawing revised to reflect As Found field condition and Pipe Installation to Vent Dust Collector Z-205000-BMH-DCOL-0001.

Description of Change

07/09/2019

Originator Responsible Engineer Manager Date

Engineering Approvals

07/09/2019

Verification Method(s)

DisciplineDateVerifier/Checker

P-PLANT DESIGN07/09/2019

Design Check (GS/PS only)

SIMS, BASIL H. CLARK, STEPHEN H.

MELVIN, STEVEN M.

Date
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RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-P-00006 1

Design Change Notice (DCN)

N/AClassification Reviewer:

Date: 07/09/2019
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Design Change Notice (DCN)

RevisionDCP Number

M-DCP-Z-11004 1

DCN No.
N/A

Revision
Project/Task No

M-DCP-Z-11004-P-00006 1

Document No. (Doc Rev)

W779822;4

The existing bin vent on top of silo #2 cannot handle loading all three silos simultaneously (i.e. silos #1, #2, & #3).

Reason for Change (Be specific)

Replace the bin vent on top of silo #2 with a larger capacity unit.  D&R existing bin vent equipment and portion fo 1" air piping line PLA705-P4B-1 

including isolation valve PA-V-0053.

Revise drawing to reflect As Found field condition and Pipe Installation to Vent Dust Collector Z-205000-BMH-DCOL-0001.

Description of Change

07/09/2019

Originator Responsible Engineer Manager Date

Engineering Approvals

07/09/2019

Verification Method(s)

DisciplineDateVerifier/Checker

P-PLANT DESIGN07/09/2019

Design Check (GS/PS only)

SIMS, BASIL H. CLARK, STEPHEN H.

MELVIN, STEVEN M.

Date
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